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Concrete Pad-3-C' in
Dia.x 8" thick or 3'-0"
Sq.x 8° thick when
valve is located in
paved areas.
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near airfield pavements ond
48"Max, when located neor
roads.

SERVICE BOX SETTING

Ground
TETTTET Iﬂé'ﬂm

Vorioble

Curb Stop

NOT TO SCALE

TYPICAL VALVE SETTING

Water
Line

+

Blow -oft
Sronch

NOT TO SCALE

| o—— Extension Service Box

r&

Union EUnbn
T Tapped Tee 2"Gote Valve
TYPICAL 2"RIGID CONNECTION

NOT TO SCALE

L J ,Gete or Butterfly Velve

| > Srendere "Too

oJ

TYPICAL RIG! TION FOR
3" PIPE AND LARGER

NOT TO SCALE

90° Bond.

WATER LINE BLOW-OFF DETAIL

NOT TO SCALE

® [Brepared by: A, d T2 Site aodapt A/E : "

- :
Revi d b rap M. Corpe
Titte:  ch, End bitt & Ot Secen * 6
Recommended by: \* ~
Titie:  Ch. Civil- Structurés Brgheh . DETAILS
RO Yy Own.by 1| Ckd.by :|  STANDARD WATER DISTRIBUTION

Rt 19 pl K RB coc giviy

Title: Act. Ch.Engr, Div. Date: | Reviewed by @ Date @ Sheet D:ﬂm the no.:
Approved for Functional J. T AMMONS 29 OCT 85 m. - -
Adequoacy by: ' 1
M—%{MLWJ"‘ Approved by 1 Drawing code : C- ' >
Title: Date: - - Sheet of .

Copper gooseneck with
wiped or flanged joint
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