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NOTE:26000 GALLON TANKS ARE 332'LONS AND HAVE 8 HOLD DOWN STRAPS.FRP HOLD DOWN STRARS ARE TO BE SUPPLIED BY TANK MANUFACTURER.
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NOTE: 10,000 GALLON TANKS ARE 30-8" LONG AND HAVE 4 HOLD DOWN STRAPS.

6,000 GALLON TANKS ARE

PLAN-10,000 & 6000 GALLON TANK (FRP TANK) INSTALLATION , A

198" LONG AND HAVIE 2 HOLD DOWN STRAPS.
FRP HOLD DOWN STRAPS ARE TO BE SUPPLIED BY THE TANK MANUBACTURER.
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