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MECHANICAL CONTINUED FROM OHEET NO. |
2, VENTILATION SHALL BE PROVIDED AT THE RATE OF I-1/2 AIR CHANGES OF FRESH AIR PER HOUR

WHEN HEATING OR COOLING IS REQUIRED. A SEPARATE VENTILATION SYSTEM SHALL BE PROVIDED

ROOM CLEAR HGT. [DIMENSIONS ON THIS PJLAA LIVE M_WAL MECHAN N | N REMARKS AND ADDITIONAL REQUIREMENTS FOR 10 AIR CHANGES OF FRESH AIR ER HOUR IN ALL PERSONNEL AREAS. FRESH AIR INTAKES
: N SHALL BE LOCATED IN OUTSIDE WALL IN A NON-VULNERA .
REQUIRED | INTERIOR SQ.FT. |LOADS|LIGHTING F.C.""'5) hupiNg |VENTILATION : ; : ’ A e R
PERSONNEL COMFORT ELECTRICA
ENTRY CORRIDOR 9'-o" 5'-4" X 34'-0"- 181 30 NONE SEE NOTE SEE NOTE MFORT I. POWER SERVICE REQUIREMENTS SHALL MEET CLEARANCE REQUIREMENTS, TRE
: ,, e S T TN S PR L B e ceutnin
ENTRY CONTROL Vvogn 8'-0" X 14'-0" . ERSONNEL COMFORT OR, SHALL TICALLY START U FAILURE OF
o B e e B e L A BESR SRR R
THE REG RVICE. THE MAIN DISTRIBUTION PANELBOARD SHALL B&
= CSAI?ROL 2§£$_REI;Y 8'-6" 107 -0" X 12" -0" 120 22 (oA A NONE SEE NOTE SEE_NOTE LOCATED IN THE GENERKTOR ROOM . A 30-AMP PUSIBLE DISCONNECT SWITcH
GED SO TH E DLE CAN BE LOCKED IN THE "ON" OR "OF
< " ogn 4 -0" X 131 -0" 52 10 NONE PERSCNNEL COMFORT POSITIONS, SHALL BE INSTALLED |N THE SITE SECURITY GONTROL CENTER
= |CODE ROOM 9'-0 SEE NOTE SEE NOTE POANERDTO ;H\s _?\g\rcpixm_ég:_ SUPPLIED ®ROM THE LINE SIDE OF THE
W MAIN DISTRIBUTION ELBOARD S0 THAT POWER TO THIS SWITCH
= ﬂg'A‘DBV ALERT 8'-6" 14'-0" X 16'-0" 224 :I,g ESEEEAL NONE SEE NOTE QEESS:#EL COMFORT CANNOT BE INADVERTENTLY OR INTENTIONALLY INTERROPTED.
¥
& | Toier 8'-g" 13'-0" X 10" -0° 130 5 A NONE Fl,gRALROUCRHANGES FS’EES%#EL COMFORT
9 . 2. THE INTERIOR LIGHTING INTENSITIES SHOWN ARE AT WORKING LEVEL. ALL LIGHTING FIXTURES
“ |CORRIDOR 8'-6" 5'-0"x16'-0" 80 10 NONE SEE NOTE NONE SHALL BE RAPID-START FLUORESCENT TYPE EXCEPT THAT INCANDESCENT TYPE SHALL BE USED IN
b 5 ECEETRIC WATER SERSONNEL COMFORT A SMALL STORAGE ROOMS AND JANITOR CLOSETS. EMERGENCY LIGHTING, WITH BAYTERY STANDBY,
-3 e 10'-0" X 15'-0" - SHALL BE PROVIDED IN THE SITE SECURITY CONTROL CENTER,THE ENTRY CONTROL ROOM
= 8'-6 378 30 EI( SEE NOTE - I3 4
& [ READY ROOM 12'-0" x19'-0" A CDI%E%_ W SRR SEE NOTE (.2-CONNECTED DRAIN READY ROOMS, CORRIDORS, ALERT FORCE VEWICLE STORAGE, sn(m, SPIRAL STAIR, AND SECURITY,
GUARD TOWER.
3. EXTERIOR LIGHTING SHALL PROVIDE A MINIMUM LEVEL OF 2.0 FOOTCANDLES HORIZONTAL
ILLUMINAT |ON MEASURED 6 INCHES ABOVE GROUND LEVEL. THE AREA [LLUMINATED SHALL BEGIN
50 FEET INSIDE THE ENTRY POINT AND STOP 100 FEET OUTWARD FROM THE ENTRY POINT, AND
e Bomace | 1200 |ieornascon | e 0 14 GA_STEEL OVERHEAD D0OR._ELECTRICALLY DPERATED
. T o A 10 AIR CHANGES ' DOOR BETWEEN GENERATOR ROOM AND MECHANICAL ROOM SHALL BE PROVIDED WITH CONTROLS SHALL BE LOGATED IN THE ENTRY CONTROL ROOM. :
GENERATOR ROOM 10" -0 10'-0" X 16" -0 160 10 DRAIN PER HOUR NONE PANIC EXIT DEVICE WITH NO HARDWARE ON THE MECHANICAL ROOM SIDE. A
T0 AR CHANGES ERSONNEL COMFORT 4. ELECTRICAL CONTROLS FOR THE SECURITY TURNSTILES, VEHICLE BARRIER AND
EEE?PAMNEImL 19" -0" 10"-0" X 12'-0" 120 10 A DRAIN PER HOUR SEE NOTE A SLIDING GATES SHALL BE LOCATED IN THE ENTRY CONTROL ROOM.
— - — 20 GENERAL LIFE SUPPORT UNIT PERSONNEL COMFORT 5. LOCATION OF POWER AND CONVENIENCE OUTLETS SHALL BE SELECTED BY THE DESIGN AGENCY.
LIFE SUPPORT 8'-6 10'-0"x12'-0 120 30 LOCAL CW. HW, CD SEE NOTE SEE NOTE CD-CONNECTED DRAIN 6. LIGHTNING PROTECTION SHALL BE PROVIDED FOR THE SECURITY GUARD TOWER.
Voqn Y PERSONNEL COMFORT
READY ROOM 8'-6" }Z. _g., ; ;%, _g.. 480 30 A NONE SEE NOTE SEE NOTE VENTILATION (FILTERED FRESH AIR)
RED.
OFFICE 8'-6" 7'-6"x10'-0" 75 30 & NONE - SEE NOTE ';Egsag'&" COMFORT i0 AIR CHANGES PER HOUR WHEN HEATING OR COOLING IS NOT REQUI
10 GENERAL PERSONNEL COMFORT 1-1/2 AIR CHANGES PER HOUR WHEN HEATING OR COOLING IS REQUIRED,
STANDBY ALERT V_pn von Q"
AREA 8'-6 14'-0" X 15'-0 210 30 LOCAL NONE SEE NOTE SEE NOTE UTILITY REQUIREMENTS
[}
i;E“:DBY ALERT g'-6" 13'-0" X 14'-0" 182 : ;g Egg%EAL NONE SEE NOTE SEES&S#EL COMFORT iR (om)
w HOT 24
STANDBY ALERT " g g 10 GENERAL PERSONNEL COMFORT
AREA 8'-6 10'-6" X 10'-0 105 : 30 LOCAL NONE SEE NOTE SEE NOTE cOLD 60
STANDBY ALERT Cow . . 10 GENERAL PERSONNEL COMFORT TOTAL 70
a |STANDBY ALERT R " " ES 10 GENERAL TOTAL 2640
: AREA 8'-6 13'-0" X 14'-0 182 — 30 LOCAL NONE SEE NOTE SEE NOTE SEWAGE (670)
10 GENERAL PERSONNEL COMFORT
= ﬂé:”” ALERT 8'-6" 13'-0" X 14'-0" 182 - 30 LocAL NONE SEE NOTE SEE NOTE TOTAL 2640
< PERSONNEL COMFORT
: i;é:DBY ALERT 8'-6" 13'-0" X 141 -0" 182 : :I’g Eggif“— NONE SEE NOTE SEE NOTE HEATING REQUIREMENTS
o
o e 3'-4"X7'-0". ¥-0"X11'-0"] ELECTRIC WATER BTU REQUIRED AT OUTSIDE DESIGN TEMPERATURES OF + 20 F 186,000 BTU/HR
S |CORRIDOR 8'-6 0K 0" 4G Ng'0 360 = o A COOLER SEE NOTE NONE e s
SERVICE SINK
o [JANITOR'S CLOSET|  10°-0" 2'-6"X6'-0" 15 o 5 A K. HW. CD NONE NONE CD-CONNECTED CRAIN p— ol "
w Topt X 11t -0" - 10 AIR CHANGES PERSONNEL COMFORT . 2.00 AT 65% OVERALL COMBUSTION EFFICIENC
woerT g'-g" |“" _g" i ]l‘“ o 204 o 15 A NONE PER HOUR SEE NOTE FUEL OIL NO. 2 GPH T 65% OVERALL ¥
ps )
AIR CONDITIONING
STAIR - 8'-0" X 15'-0" 120 > 20 A NONE NONE NONE
» DESIGN CONDITIONS
SPIRAL STAIR e EADROON 5'-4" DIA 21 20 A NONE NONE NONE ouTs 10€ 85 F 0B 68 F W
wi
A TDAY GENERAL PERSONNEL COMFORT INS IDE 75 F DB 50% RELATIVE HUMIDITY
ESOLNING 8'-6" 16'-0" x 34" -0" ShY 3 %g LOCAL NONE SEE NOTE SEE NOTE COOLING LOAD 8 TONS
— RELATEDC DRAWINGS . e ]
CORRIDOR g'-0" 4'-8" X 55'-0" 257 o A NONE SEE NOTE NONE . DEF &72-10-01 é\/E—APONSA%TORCS‘ENAEREEAA’,R'FEERNCZA
ETAILDS N R .
! g " Lo - . CEF -90- IMETER WARNING SIGN.
JANITOR'S CLOSET 9'-0 2'-6" X €' -0 15 5 A SR NONE NONE CO-CONNECTED DRAIN 2 CEF 872-90-01 @EEEP?NE ST(OR’;C;FJ S securTy
N E— o TR - 5 A VONE T0 AIR CHANGES PERSONNEL COMFORT LIGHTING SYSTEM.
S(ron 117 -0 X 141 - 2 PER HOUR SEE_NOTE
=z
o | STANDBY ALERT A 9'-0" X 14'-0" 203 10 GENERAL PERSONNEL COMFORT
= [ AREA 81-0 11°-0"X7'-0" ]38 tgﬁé;“ = >t T ,S;EES:;SLEL COMFORT
© [STANDBY ALERT o y_nu voan
« [AREA 20 oA 192 i e e ﬁiisgﬁla COMFORT
w (STANDBY ALERT -y - Fogn 10 GENERAL
= |AREA 8'-0 137-0" X 147-0 182 30 LOCAL NONE SEE NOTE SEE NOTE
= [STANDBY ALERT o 10 GENERAL PERSONNEL COMFORT
E(Soan 8'-0 147-0" X 19" -0 266 30 LOCAL NONE SEE NOTE ﬁiﬁsgﬁlﬁ owFoRT
o [STANDBY ALERT ' A 10 GENERAL
R [Sia 8'-0 147-0" X 19" -0" 266 30 LOCAL NONE SEE NOTE 2:;823;; T
S 10 GENERAL
[
o [sTAR 8" -0 8'-0" X 15'-0" 120 20 A NONE NONE NONE
o
o 6'-9" MIN g .
w SPIRAL STAIR HEADROOM 5'-4" DIA. 21 20 A NONE NONE NONE A [ GENERAL REVISIONS OFH 6/‘12 2
A\ |GENERAL REVISIONS HEMM | 50 |
SYMBOL DESCRIPTION oY DATE APPROVAL
REVISIONS
PERSONNEL COMFORT ECTING LIGHT DONN) INSTALLED BELOW WINDOWS e e PG of T et o Enancens
SECURITY GUARD 8'-0" 12'-0" DIA 113 10 NONE SEE NOTE SEE NOTE SPECIAL FIXTURES (STEP LIGHTS DIRECT ) CONSULTING ENGINEERS MILITARY CONSTRUCTION — ENGINEERING DIVISION
o |TOWER ' KANSAS CITY, MISSOURI WASHINGTON, D, C.
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