CORPS OF ENGINEERS 4 3 2 | U.S. ARMY
DESIGN CONOITIONS
OUTSIDE SUMMER: 95 F DB,83°F WB
OUTSIDE WINTER: B°F DB
INSIDE SUMMER: BAY SUPPORT AIR CONDITIONED AREA ONLY
78 °F DB, @ 50% R.H.
INSIDE WINTER: BAY SUPPORT 65°F DB €
ALL OTHER 55°F DB
AIR HANDLING UNIT SCHEDULE BOILER SCHEDULE
UNIT FAN "COOLING COIL HEATING COIL BOILER BOILER OUTPUT WATER
U:(I)T LOCATION TYPE CFM g Tﬁk ELECTRICAL |[ENT AIR|LVG AIR VE[%EETY 5?§§S AIR TEMP F|] CAPACITY GPM REMARKS NO. BTUH OUTLET TEWP F | oM REMARKS
coiy ralo. A HZ& HP|voLT|PH|HZ | DB | wB | DB | WB | FPM MAX F‘ 129 [ENT | LVG | BTU/HR B-1 1,700,000 200 g5 | OIL OR GAS FIRED
AHU-1 TOOLROOM m&"#xb 2100 Jesa|eso [ 208 | 2 | 480 | 3 |60 |83.3 [70.9 [57.8 |56.8 550 11 45 | 854 | 92000 46
COMPRESSOR SCHEDULE D
CFM
COMPNROESSOR FARI%E PREPSSSIURE NOM"‘I:AL REMARKS
AIR COOLED CONDENSING UNIT - FCEITENF
CMP-1 75 | 108 20 (oK CON !
UNIT capacITY | sucTIoN COMPRESSOR CONDENSER FAN oyl
LOCATION o ELECTRICAL | AMBIENT ELECTRICAL REMARKS CMP-2 & 100 20 Nﬁh)z
NO. BTU/HR TEMP F AIR _TEMP
S— HP [voL TS| PH{HZ E 1EMe_E [HP[vor TS PH[HZ
COND-t | o GRoUND | 29008 37 1| 400 |3 |en 95 1s 2| 480 |1 o0
PUMP SCHEDULE
PUMP FEET MOTOR
GPM REMARKS
NO. HEAD |HP [ VOLT|PH |HZ
PMP-1 o5 | 39 | 2| 488 | 3 [68| BASE-MOUNTED
EXHAUST FAN SCHEDULE Ch
Do) | LocATION | seRvicE |TYPE| CFM|TOTAL SP| qry| ELECTRICAL REMARKS
. IN. H20 HP [VOLT| PH|HZ
m WALL MOUNTED|INSPECTION BAYS |PROP |G008 |  %° s /3| us |1 e8| SCARKEROOE “e
EF-1a, 24 |ROOF MOUNTED| RESTROOMS CENT. | 328 %' 2 Jwe|us |1 [eo
EF-3A |noos MOUNTED | MECHANICAL RM [CENT. | 1800 % 1 h/3|us |1 |es| 2 SPEED MOTOR
EF-4A Iaoor MOUNTED | LUNCHROOM CENT. | 328 % 1 |welus |1 |ea | mManuaL swiTcH
e MOTORS & CONTROLS SHALL BE CLASS I, DIV.1, GROUP C.D
CLASS II, DIV. 1, GROUP E,F,G
UNIT HEATER SCHEDULE
UNIT CAPACITY WATER AIR MOTOR B
LOCATION REMARKS
NO. BTUH [ opm| EWT [LWT) crm | EATILATI WP | v | PH| HZ
OH-IL-IOC [ 1vgp mavs | 76,174 + | 200 |160 [1200 | 85 |112 16 [120 [ 1 |60 | SEQRKIROOE. *
UH-1A SUPPLY RM | 21,875 1 | 200 180 [+00 | 55 (102 120 120 | 1 |60
UH-2A MECH RM 31,990 1.6 | 200 (160 |00 | 50 106 [1/20 120 | 1 |eB
UH-34 CORRIDOR | 16,238 08 | 200 |180 |400 |65 [102 |1/20 120 | 1 |68
UH-4A mrfgons €000 0.3 | 200 160 |150 | 60 | 96 [1/20 120 | 1 | 60 "
50 | peatheNe | 6900 0.3 | 200 (160 |150 | ep |96 [1/28 120 | 1 |60
Symbol Desoription Date rove
Revisions,
e MOTORS & CONTROLS SHALL BE CLASS I, DIV. 1, GROUP US ARMY ENGINEER DIVISION HUNTSVILLE
CLASS II, DIV. 1, GROUP E,F,G CORPS OF ENGINEERS
HUNTSVILLE, ALABAMA
Site adapt A/E 3
17 Egr* A
STANDARD DESIGN
e e AMMUNITION SURVE |LLANCE FACILITY
P R SCHEDULES
Reviewed by 1 ((u) | Date 1 Sheet Design flle no.:
reference
number Iﬁov.
Approved by 3 Drawing ocode :
1o 216m12-02| XM= 3 [Sreetr ot
5 4 2 |

—Pw



